
November 01, 2021 Service Request No:R2111262

Rob Porcello
West Irondequoit Central School District
321 List Ave
Rochester, NY 14617

All testing was performed according to our laboratory’s quality assurance program and met the 
requirements of the TNI standards except as noted in the case narrative report.  Any testing not 
included in the lab's accreditation is identified on a Non-Certified Analytes report.  All results are 
intended to be considered in their entirety. ALS Environmental is not responsible for use of less than 
the complete report.  Results apply only to the individual samples submitted to the lab for analysis, as 
listed in the report.  The measurement uncertainty of the results included in this report is within that 
expected when using the prescribed method(s), and represented by Laboratory Control Sample 
control limits.  Any events, such as QC failures or Holding Time exceedances, which may add to the 
uncertainty are explained in the report narrative or are flagged with qualifiers. The flags are explained 
in the Report Qualifiers and Definitions page of this report.

For your reference, these analyses have been assigned our service request number
Enclosed are the results of the sample(s) submitted to our laboratory

Laboratory Results for: Helmer Nature Center
Dear Rob,

October 27, 2021
R2111262.

Please contact me if you have any questions.  My extension is 7471.  You may also contact me via 
email at Brady.Kalkman@alsglobal.com.

Respectfully submitted,

ALS Group USA, Corp. dba ALS Environmental

Brady Kalkman
Project Manager

dba ALS Environmental
ALS Group USA, Corp.

ADDRESS
FAXPHONE

1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
+1 585 288 8475+1 585 288 5380 |
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CASE NARRATIVE

Client:
Project:
Sample Matrix:

Service Request:
Date Received:

West Irondequoit Central School District
Helmer Nature Center
Drinking Water

R2111262
10/27/2021

All  analyses were performed consistent with the quality assurance program of ALS  Environmental.  This report contains  
analytical results for samples for the Tier II level requested by the client.

Sample Receipt:
Twelve drinking water samples were received for analysis at ALS Environmental on 10/27/2021. Any discrepancies upon initial 
sample inspection are annotated on the sample receipt and preservation form included within this report.  The samples were 
stored at minimum in accordance with the analytical method requirements. 
Metals:
No significant anomalies were noted with this analysis.

1565 Jefferson Rd, Building 300, Rochester, NY 14623  |  585-288-5380  |  www.alsglobal.com

Approved by  Date 11/01/2021
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CLIENT ID: Barn Hyd Shack Lab ID: R2111262-001
Analyte Results Flag MDL MRL Units Method
Lead, Total 7.5 1.0 ug/L 200.8

CLIENT ID: Barn Hyd Shed Lab ID: R2111262-002
Analyte Results Flag MDL MRL Units Method
Lead, Total 11.3 1.0 ug/L 200.8

CLIENT ID: Butterfly Garden Lab ID: R2111262-003
Analyte Results Flag MDL MRL Units Method
Lead, Total 12.6 1.0 ug/L 200.8

CLIENT ID: Basement Utility Sink Lab ID: R2111262-007
Analyte Results Flag MDL MRL Units Method
Lead, Total 1.2 1.0 ug/L 200.8

CLIENT ID: Classroom Sink Lab ID: R2111262-008
Analyte Results Flag MDL MRL Units Method
Lead, Total 1.7 1.0 ug/L 200.8

CLIENT ID: Town Restroom S. Lab ID: R2111262-011
Analyte Results Flag MDL MRL Units Method
Lead, Total 1.1 1.0 ug/L 200.8

CLIENT ID: Town Restroom N. Lab ID: R2111262-012
Analyte Results Flag MDL MRL Units Method
Lead, Total 1.4 1.0 ug/L 200.8

SAMPLE DETECTION SUMMARY
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Sample Receipt Information

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com
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Barn Hyd ShackR2111262-001 10/23/2021 1220
Barn Hyd ShedR2111262-002 10/23/2021 1225
Butterfly GardenR2111262-003 10/23/2021 1230
1st Fl KitchenR2111262-004 10/23/2021 1240
Basement Restrm S.R2111262-005 10/23/2021 1245
Basement Restrm N.R2111262-006 10/23/2021 1248
Basement Utility SinkR2111262-007 10/23/2021 1250
Classroom SinkR2111262-008 10/23/2021 1303
Classroom FountainR2111262-009 10/23/2021 1305
Animal Room SinkR2111262-010 10/23/2021 1308
Town Restroom S.R2111262-011 10/23/2021 1312
Town Restroom N.R2111262-012 10/23/2021 1315

Client: West Irondequoit Central School District Service Request:R2111262
Project: Helmer Nature Center

SAMPLE CROSS-REFERENCE

SAMPLE # CLIENT SAMPLE ID DATE TIME

Printed  11/1/2021 11:49:18 AM Sample SummaryPage 6 of 36



1565 Jefferson Road, Building 300, Suite 360" Rochester, NY 146231+15852885380 +15852888475 (fax) PAGE OF _

CHAIN OF CUSTODY/LABORATORY ANALYSIS REQUEST FORM 060937

AEMARKSI
ALTERNATE OESCRIPTION

Preservative Key
O. NONE
1. HCL
2. HN03
3. H2S04
4. NaOH
5. In. Acetate
6. MeOH
7. NaHS04
8. Other__

I)::

I'll

ANALYSIS REQUESTED (Include Method Number snd Container Preservative)

PRESERVATIVE

SAMPLING
OATE TIME MATRIX

fDf:J,~ IJ 130 po-,
'II fa: ~~0.•••

II I~',~oD••••
II 1cJ.: IfDO~
f, 1~;1lS'nl'\
If fJ " 'I'l~
I. Ia.: ~o1lI'l
" " .o~
l\ I : 0\,.....,

_cc
1TC:mcv f\I qMVo.. (' ~v" -' ""-

~Ob9-+hV'1' 9.\\0
w:"~\'lVlc\O ..•.:.l Q.SD
3 "2.1 L-..ld-V AvQ,
~~~1-0" . tv 'I
'"1)~~ "lO":?' (p3"l)
I~~

SPEClAL INsmucnONSlCDMMENTS

Metals
TURNAROUND REQUIREMENTS

__ RUSH (SURCHARGES APPLY)

REPORT REQUIREMENTS

_I. ResultsOnly

INVOICE INFORMATION

_ t1.Results + OC Summnr1e5
(lCS, OUP, MSIMSO lIS r!<llifed)

__ ldsy_2dlly-1dll)'
__ 4 day-5 day

-- S!ar1dDJd(10~~fo~ _ Ul.Results'" OC and canbrlltion
SummM ••

PO'

BIUTO:

REQUESTED REPORT DATE
_ rv.Data Validation Report with Raw Data

Edata_v"" _No

Printed Name

SlanatUflliR2111262 ~ 5 ,~
w•• t IrondtQuott Ctntnll SchOol Olltrtc1 ~

, m~i[lmf[ilfijijjj 1111111111111111111111111111 jL
'. ._. . ..---'--

<02012 by ALSGroup

SooOAPP 0

STATE WHERE SAMPLES WERE COLLECTED

REUNQUI$HEOBY RECEIVEDBY

~ ~ ;/AA .•••/

':1"';~,",~V"'A'''' 7/,@"~
~';'~Ill"'~J ,- 1c~n T"l'~ f);btne;7I"tl~
i;;;;;-' v Finn lIS

o,,,mm'IOIa,''') h.J?,'( Dat.mm, r;;r, ~I 11/155
Dlstribulion: White. lBb Copy: Yellow. Return 10OrIg!nator

REUNOUISHEO BY

PrInted Name

'''''
"""""""

Printed Name

"'I"""""

RECEIVED BY

S1gT'll11Ure

"""""""

REUNOUISHED BY RECEIVED BY
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1565 Jefferson Road, Building 300, Suite 360' Rochester, NY 146231 +15852885380 +15852888475 (fax) PAGE OF _

CHAIN OF CUSTODY/LABORATORY ANALYSIS REQUEST FORM 060938
i+~~i\.I~ l.8V1~

PrtIjtlct Number ANALYSIS REQUESTED (Include Method Number and Container Preservative)

~'"I'N A7~>'tl,\\,a R_ee PRESERVATIVE

W:''f:'~<Y'rl~Cw\ort:Q..SD PresclVottve Key

'" 0, NONE
a: 1. HClw

"3.':2-1 l.- ioSt f\'JQ.. .
z 2. HN03

~ nPh
I 3. H2SO4

4. NaOH

~~t", ~'i ItltqJl 8 5. Zn, Acetate
u.

~ ;> f, 'if 'I" 6. MeOH
0 7. NaHS04

~~~ 70'3. lQl.~5' ,=" r -~~~o,~rl a: Ii RG & GD D E? J/; ~
II.) Q<,l.\YtJ~ , (0. 0 1\A

w 8. Other<D 0000'l0po o!j!J ~ --
"~'SSlg~lJl'O -0 ~J)1~VOVd\ \P :> '!j '!t oj f:Jj <Ul iJ! iJ! ~ REMARKS!Z,. Go Go Go ~o ~o ~~ ~~ ALTERNATEDESCRIPTION

FOR OFFICE USE SAMPLING
CLIENT SAMPLE 10 ONLY lAD 10 DATE TIME MATRIX

i*JIWI'\f\1..~(X)M ')II\) \C.. rl:Jo~/1H11~()~or ..,z
[TIThLM "'=l~ Co. I, II .I;)..\lr

"'-~ I<'11U"'" N. II I ;I

I

SPECIAL INSTRUCTIONS/COMMENTS TURNAROUND REQUIREMENTS REPORT REQUIREMENTS INVOICE INFORMATION
Metals -- RUSH (SURCHARGES APPlY) _ r. Results Only

II.Results. DC Summaries PO'
__ 1day_2 day----3 day -
__ .doy-5day

(LCS,OUP, MSIMSO M required)
SILL TO:

__ Stendan:l(IO~~~ _Ill. ResuUs • DC and Cn!itntlon

"""""'"REQUESTEDREPORT DATE
_ N. Data \IaIIdal1on Report wUh Raw DaUi

SeeOAPP 0
STATEWHERE SAMPLES WERE COLLECTED """" "" _No

~aUISHEDBY RECEIVED/, RELINQUISHED BY RECEIVED BY RELINQUISHED BY RECEIVED BY ';'- ""'--- - - -

•

*
__---- ---- 5 \

Ie: "hA-l \y,.. ,\\1\ """ -
Signatum SlgMI"", - IR2111~~~.'h'"01""" I"

I~~" ..~u~ ~. -tJ.~'ffIe:1 An Printed Name Printed Name Printed Name \,\~\~\t\\\"\i\~~~\~\\\\\\_t'Om v "'" ~ AI.' ''''' "'" Flnn

""otr""" J(j$7()-j J l.I:')" Dallll'Tlme IlJI _TI r II HIS> """""'" """""'" Oat"""'" '------------ -IOalol11mf)

Oistnbvtion: White. Lab Copy; Yellow- Return to Originator <02012 by ALI GroupPage 8 of 36



B~ot11262 5

II;ni~iln~~,nln'l;n,uiil,oilm;II~'11111111A c••,,, R",ipt aDdP"~",.'D Ch«k F.~

Project/Client \Nt :r«Ol1~ottC.SI) Folder Number ,

Cooler received on ID@I-al bY::01t= COURIER: ALS UPS FEDEX VELOCITY~

Y N
Y N

Same Day Rule

Y N
Y N

. From: .Temp Blank <lample B~

Y N
Y N

Y N
Y N

!D: IR#7~

5a Percblorate samples have required headspace? Y . N .~

5b Did VOA vials, Alk,or Sulfide have sig. bubbles? Y N (N""

6 Where did the bottles originate? (ALS7R09 CLIENT

7 Soil VOA received as: Bulk Encore 5035set ( NA .>

Y N
Y N

Y N
Y N

lrout of Temperature, note.packinglice condition: Ice.melted Poorly Packed (described below)
&Client Approval to ~un Samples: Slanding Approval Client aware at drop-oIl Client notified by: _

Observed Temp (0C)
Within ()..60C?
If <DOC,were samples frozen?

I Were Custody seals on outside of cooler? V CN_

2 Custody papers properly completed (ink, signed)? r~.N
3 Did all bottles arrive in goOdcondition (unbroken)? V) N

4 Circle:. Wellee Dry Ice Gel packs present? Y &-
.Date: In.!n/?1 Time:JI-[[SZ

I,II, •.
y (N).
Y N

8. Temperature Readings

All samples held iii storage location: SMa
5035 samples placed in storage location:

by

by within 48 hours of sampling? Y N

12. Were 5035 vialsacceptable(no extra labels, not leaking)? YES NO ~
13. . Air Samnles: Cassettes i Tubes Intact Y / N with MS Y / N Canisters Pressurized Tedlar@ Ba!!SInflated
pH . Lot of test Reagent Preserved? Lot Received Exp Sample ID Vol. Lot Add'el1"' Final

paper Yes No AdjUsted Added pH
>12 NaOH
:s2 HNO, V bAl_., ///L /~/ .$;)
$2 H,SO,
<4 NaHSO, .

5-9 For608oest N<FNotifyfor 3day
Residual ForCN, If +, contact PM to add

Chlorine Phenol, 625, N",S,o, (625,608,
I.) : 6080est 522 CN). ascorbic (phenol).

Na,S,O,
ZnAcetate - - "VOAs and 1664 Not to be tested before analysis.

HCI •• •• Otherwise, all bottles of all samples with chemical preservatives
are checked (not .ust reoresentativ~l. '

•

Cooler BreakdownlPreservation Cheek•• : Date: 10 :il 'J . Tirne:~bY: ~
9. Were all bottle labels complete (i.e. analysis, preservation; etc.)? 0
10. Did all bottle llibels and tags agree with custody papers? NO
11. Were correct containers used for the tests indicated? NO

Bottle lot numbers: jl2<A 9-L
Explain all DiscrepancIes! Other Comments:

HPROD . BULK

HTR FLDT

SUB HGFB

ALS LL3541

Labels secondary reviewed byq~~ _
PC Secondary Review: __ . _

P:\INTRANE1\QAQaFonns Controlled\Cooler Receipt rl9.doc

.significant air bubbles: VOA > 5-6 mm : WC >1 in. diameter

03/0212021
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Miscellaneous Forms

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com
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R I G H T 	 S O L U T I O N S 	 | 	 R I G H T 	 P A R T N E R 	

P:\INTRANET\QAQC\Forms Controlled\QUALIF_routine rev 6.doc                                                                                                         9/30/21 

REPORT QUALIFIERS AND DEFINITIONS 
U Analyte was analyzed for but not detected.  

The sample quantitation limit has been 
corrected for dilution and for percent 
moisture, unless otherwise noted in the case 
narrative. 

J    Estimated value due to either being a 
Tentatively Identified Compound (TIC) or 
that the concentration is between the MRL 
and the MDL. Concentrations are not verified 
within the linear range of the calibration.  For 
DoD: concentration >40% difference between 
two GC columns (pesticides/Arclors).   

B  Analyte was also detected in the associated 
method blank at a concentration that may 
have contributed to the sample result.   

E Inorganics- Concentration is estimated due to 
the serial dilution was outside control limits. 

E  Organics- Concentration has exceeded the 
calibration range for that specific analysis. 

D  Concentration is a result of a dilution, 
typically a secondary analysis of the sample 
due to exceeding the calibration range or that 
a surrogate has been diluted out of the sample 
and cannot be assessed. 

*  Indicates that a quality control parameter has 
exceeded laboratory limits.  Under the 
“Notes” column of the Form I, this qualifier 
denotes analysis was performed out of 
Holding Time. 

H Analysis was performed out of hold time for 
tests that have an “immediate” hold time 
criteria. 

#  Spike was diluted out. 

+  Correlation coefficient for MSA is <0.995. 

N     Inorganics- Matrix spike recovery was outside 
laboratory limits. 

N Organics- Presumptive evidence of a compound 
(reported as a TIC) based on the MS library search. 

S  Concentration has been determined using Method 
of Standard Additions (MSA). 

W Post-Digestion Spike recovery is outside control 
limits and the sample absorbance is <50% of the 
spike absorbance. 

P   Concentration >40% difference between the two 
GC columns.   

C Confirmed by GC/MS 

Q  DoD reports: indicates a pesticide/Aroclor is not 
confirmed (≥100% Difference between two GC 
columns). 

X  See Case Narrative for discussion. 

MRL Method Reporting Limit.  Also known as: 
LOQ Limit of Quantitation (LOQ)  
 The lowest concentration at which the method 

analyte may be reliably quantified under the 
method conditions. 

MDL Method Detection Limit.  A statistical value derived 
from a study designed to provide the lowest 
concentration that will be detected 99% of the time. 
Values between the MDL and MRL are estimated 
(see J qualifier). 

LOD Limit of Detection.  A value at or above the MDL 
which has been verified to be detectable.   

ND Non-Detect.  Analyte was not detected at the 
concentration listed.  Same as U qualifier. 

 
Rochester Lab ID # for State Accreditations¹ 

 
 
 
 
 
 
 
 
 
 
¹ Analyses were performed according to our laboratory’s NELAP-approved quality assurance program and any applicable state or agency 
requirements.  The test results meet requirements of the current NELAP/TNI standards or state or agency requirements, where applicable, except as 
noted in the case narrative.  Since not all analyte/method/matrix combinations are offered for state/NELAC accreditation, this report may contain 
results which are not accredited.  For a specific list of accredited analytes, contact the laboratory or go to 
https://www.alsglobal.com/locations/americas/north-america/usa/new-york/rochester-environmental 
 

NELAP States 

Florida ID # E87674 

New Hampshire ID # 2941 
New York ID # 10145 
Pennsylvania ID# 68-786 
Virginia #460167 

Non-NELAP States 
Connecticut ID #PH0556 
Delaware Approved 
Maine ID #NY01587 
North Carolina #36701 
North Carolina #676 
Rhode Island LAO00333 

Page 11 of 36



ASTM American Society for Testing and Materials
A2LA American Association for Laboratory Accreditation
CARB California Air Resources Board
CAS Number Chemical Abstract Service registry Number
CFC Chlorofluorocarbon
CFU Colony-Forming Unit
DEC Department of Environmental Conservation
DEQ Department of Environmental Quality
DHS Department of Health Services
DOE Department of Ecology
DOH Department of Health
EPA U. S. Environmental Protection Agency
ELAP Environmental Laboratory Accreditation Program
GC Gas Chromatography
GC/MS Gas Chromatography/Mass Spectrometry
LUFT Leaking Underground Fuel Tank
M Modified
MCL Maximum Contaminant Level is the highest permissible concentration of a 

substance allowed in drinking water as established by the USEPA.
MDL Method Detection Limit
MPN Most Probable Number
MRL Method Reporting Limit
NA Not Applicable
NC Not Calculated
NCASI National Council of the Paper Industry for Air and Stream Improvement
ND Not Detected
NIOSH National Institute for Occupational Safety and Health
PQL Practical Quantitation Limit
RCRA Resource Conservation and Recovery Act
SIM Selected Ion Monitoring
TPH Total Petroleum Hydrocarbons
tr Trace level is the concentration of an analyte that is less than the PQL but 

greater than or equal to the MDL.

Acronyms

ALS Laboratory Group
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10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Barn Hyd ShackSample Name:
Lab Code: R2111262-001

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Barn Hyd ShedSample Name:
Lab Code: R2111262-002

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Butterfly GardenSample Name:
Lab Code: R2111262-003

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

1st Fl KitchenSample Name:
Lab Code: R2111262-004

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Basement Restrm S.Sample Name:
Lab Code: R2111262-005

200.8 KMCLAEN

Analyst Summary report

ALS Group USA, Corp. 
dba ALS Environmental

Client: Service Request:
Helmer Nature Center/
West Irondequoit Central School District

Project:
R2111262

Printed  11/1/2021 11:49:20 AM 21-0000608420 rev 00Superset Reference:
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10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Basement Restrm N.Sample Name:
Lab Code: R2111262-006

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Basement Utility SinkSample Name:
Lab Code: R2111262-007

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Classroom SinkSample Name:
Lab Code: R2111262-008

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Classroom FountainSample Name:
Lab Code: R2111262-009

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Animal Room SinkSample Name:
Lab Code: R2111262-010

200.8 KMCLAEN

Analyst Summary report

ALS Group USA, Corp. 
dba ALS Environmental

Client: Service Request:
Helmer Nature Center/
West Irondequoit Central School District

Project:
R2111262

Printed  11/1/2021 11:49:20 AM 21-0000608420 rev 00Superset Reference:
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10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Town Restroom S.Sample Name:
Lab Code: R2111262-011

200.8 KMCLAEN

10/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

10/23/21

Extracted/Digested ByAnalysis Method Analyzed By

Town Restroom N.Sample Name:
Lab Code: R2111262-012

200.8 KMCLAEN

Analyst Summary report

ALS Group USA, Corp. 
dba ALS Environmental

Client: Service Request:
Helmer Nature Center/
West Irondequoit Central School District

Project:
R2111262

Printed  11/1/2021 11:49:21 AM 21-0000608420 rev 00Superset Reference:
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R I G H T 	 S O L U T I O N S 	 | 	 R I G H T 	 P A R T N E R 	

P:\INTRANET\QAQC\Forms Controlled\Prep Methods Inorganic rev 2.doc  12/20/19 

 

INORGANIC PREPARATION METHODS 

The preparation methods associated with this report are found in these tables unless discussed in the case narrative. 
 
 
 

Water/Liquid Matrix Solid/Soil/Non-Aqueous Matrix  
 
Analytical Method Preparation Method  Analytical Method Preparation 

Method 
200.7 200.2  6010C 3050B 
200.8 200.2  6020A 3050B 
6010C 3005A/3010A  6010C TCLP (1311) 

extract 
3005A/3010A 

6020A ILM05.3  6010 SPLP (1312) extract  3005A/3010A 
9034 Sulfide Acid Soluble 9030B  7199 3060A 
SM 4500-CN-E Residual 
Cyanide 

SM 4500-CN-G  300.0 Anions/ 350.1/ 
353.2/ SM 2320B/ SM 
5210B/ 9056A Anions 

DI extraction 

SM 4500-CN-E WAD 
Cyanide 

SM 4500-CN-I  For analytical methods not listed, the preparation 
method is the same as the analytical method 
reference. 
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Sample Results 

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER

Page 17 of 36



Metals 

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 12:20

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Barn Hyd Shack
Lab Code: R2111262-001

Lead, Total 10/29/21 13:4411.07.5200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:21 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 12:25

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Barn Hyd Shed
Lab Code: R2111262-002

Lead, Total 10/29/21 13:4911.011.3200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:21 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 12:30

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Butterfly Garden
Lab Code: R2111262-003

Lead, Total 10/29/21 13:5111.012.6200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:21 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 12:40

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: 1st Fl Kitchen
Lab Code: R2111262-004

Lead, Total 10/29/21 13:5311.0  UND200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 12:45

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Basement Restrm S.
Lab Code: R2111262-005

Lead, Total 10/29/21 13:5511.0  UND200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 12:48

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Basement Restrm N.
Lab Code: R2111262-006

Lead, Total 10/29/21 13:5711.0  UND200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 12:50

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Basement Utility Sink
Lab Code: R2111262-007

Lead, Total 10/29/21 14:0211.01.2200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:

Page 25 of 36



Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 13:03

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Classroom Sink
Lab Code: R2111262-008

Lead, Total 10/29/21 14:0411.01.7200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 13:05

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Classroom Fountain
Lab Code: R2111262-009

Lead, Total 10/29/21 14:0611.0  UND200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 13:08

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Animal Room Sink
Lab Code: R2111262-010

Lead, Total 10/29/21 14:0811.0  UND200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 13:12

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Town Restroom S.
Lab Code: R2111262-011

Lead, Total 10/29/21 14:1011.01.1200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:
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Client:

10/27/21 14:55

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: 10/23/21 13:15

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Town Restroom N.
Lab Code: R2111262-012

Lead, Total 10/29/21 14:1611.01.4200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:23 AM 21-0000608420 rev 00Superset Reference:
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QC Summary Forms

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER
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Metals 

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER
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Client:

NA

R2111262

Date Received:
Date Collected:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project: NA

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Method Blank
Lab Code: R2111262-MB

Lead, Total 10/29/21 13:4011.0  UND200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  11/1/2021 11:49:23 AM 21-0000608420 rev 00Superset Reference:
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QA/QC Report

ug/L
R2111262-001 Basis:Lab Code:

Units:Sample Name: Barn Hyd Shack

Inorganic Parameters
Duplicate Matrix Spike Summary

NA

Client:
Project:
Sample Matrix:

West Irondequoit Central School District
Helmer Nature Center
Drinking Water

Service Request:

Date Analyzed:
Date Received:

R2111262

10/29/21
10/27/21

Date Collected: 10/23/21

200.8Analysis Method:

Analyte Name
RPD 
LimitRPDResult

Sample 
Result

Spike 
Amount % Rec

Matrix Spike
R2111262-001MS R2111262-001DMS

Duplicate Matrix Spike

% Rec
Spike 

AmountResult
% Rec 
Limits

ALS Group USA, Corp.
dba ALS Environmental

Lead, Total 7.5 26.5 20.0 95 26.7 20.0 96 70-130 <1 20

Results flagged with an asterisk (*) indicate values outside control criteria.

Results flagged with a pound (#) indicate the control criteria is not applicable.

Percent recoveries and relative percent differences (RPD) are determined by the software using values in the calculation which have not been rounded.

Printed  11/1/2021 11:49:21 AM 21-0000608420 rev 00Superset Reference:

Matrix Spike and Matrix Spike Duplicate Data is presented for information purposes only. The matrix may or may not be relevant to samples reported in this report. The laboratory evaluates 
system performance based on the LCS and LCSD control limits.
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QA/QC Report

ug/L
R2111262-011 Basis:Lab Code:

Units:Sample Name: Town Restroom S.

Inorganic Parameters
Duplicate Matrix Spike Summary

NA

Client:
Project:
Sample Matrix:

West Irondequoit Central School District
Helmer Nature Center
Drinking Water

Service Request:

Date Analyzed:
Date Received:

R2111262

10/29/21
10/27/21

Date Collected: 10/23/21

200.8Analysis Method:

Analyte Name
RPD 
LimitRPDResult

Sample 
Result

Spike 
Amount % Rec

Matrix Spike
R2111262-011MS R2111262-011DMS

Duplicate Matrix Spike

% Rec
Spike 

AmountResult
% Rec 
Limits

ALS Group USA, Corp.
dba ALS Environmental

Lead, Total 1.1 19.9 20.0 94 20.8 20.0 98 70-130 4 20

Results flagged with an asterisk (*) indicate values outside control criteria.

Results flagged with a pound (#) indicate the control criteria is not applicable.

Percent recoveries and relative percent differences (RPD) are determined by the software using values in the calculation which have not been rounded.

Printed  11/1/2021 11:49:22 AM 21-0000608420 rev 00Superset Reference:

Matrix Spike and Matrix Spike Duplicate Data is presented for information purposes only. The matrix may or may not be relevant to samples reported in this report. The laboratory evaluates 
system performance based on the LCS and LCSD control limits.
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Analyte Name

R2111262
Date Analyzed:

Service Request:

Drinking Water
Helmer Nature Center
West Irondequoit Central School District

Sample Matrix:
Project:
Client:

Lab Control Sample Summary
Inorganic Parameters

NA
ug/L

Basis:
Units:

Lab Control Sample
R2111262-LCS

10/29/21

Spike AmountResult % Rec % Rec LimitsAnalytical Method

dba ALS Environmental
ALS Group USA, Corp.

QA/QC Report

Lead, Total 85-115105 20.020.9 200.8

21-0000608420 rev 00Superset Reference:Printed  11/1/2021 11:49:23 AM
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October 04, 2021 Service Request No:R2110076

Rob Porcello
West Irondequoit Central School District
321 List Ave
Rochester, NY 14617

All testing was performed according to our laboratory’s quality assurance program and met the 
requirements of the TNI standards except as noted in the case narrative report.  Any testing not 
included in the lab's accreditation is identified on a Non-Certified Analytes report.  All results are 
intended to be considered in their entirety. ALS Environmental is not responsible for use of less than 
the complete report.  Results apply only to the individual samples submitted to the lab for analysis, as 
listed in the report.  The measurement uncertainty of the results included in this report is within that 
expected when using the prescribed method(s), and represented by Laboratory Control Sample 
control limits.  Any events, such as QC failures or Holding Time exceedances, which may add to the 
uncertainty are explained in the report narrative or are flagged with qualifiers. The flags are explained 
in the Report Qualifiers and Definitions page of this report.

For your reference, these analyses have been assigned our service request number
Enclosed are the results of the sample(s) submitted to our laboratory

Laboratory Results for: West Irondequoit
Dear Rob,

September 27, 2021
R2110076.

Please contact me if you have any questions.  My extension is 7471.  You may also contact me via 
email at Brady.Kalkman@alsglobal.com.

Respectfully submitted,

ALS Group USA, Corp. dba ALS Environmental

Brady Kalkman
Project Manager

dba ALS Environmental
ALS Group USA, Corp.

ADDRESS
FAXPHONE

1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
+1 585 288 8475+1 585 288 5380 |

Page 1 of 30



Narrative Documents 

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER
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CASE NARRATIVE

Client:
Project:
Sample Matrix:

Service Request:
Date Received:

West Irondequoit Central School District
West Irondequoit
Drinking Water

R2110076
09/27/2021

All  analyses were performed consistent with the quality assurance program of ALS  Environmental.  This report contains  
analytical results for samples for the Tier II level requested by the client.

Sample Receipt:
Nine drinking water samples were received for analysis at ALS Environmental on 09/27/2021. Any discrepancies upon initial 
sample inspection are annotated on the sample receipt and preservation form included within this report.  The samples were 
stored at minimum in accordance with the analytical method requirements. 
Metals:
No significant anomalies were noted with this analysis.

1565 Jefferson Rd, Building 300, Rochester, NY 14623  |  585-288-5380  |  www.alsglobal.com

Approved by  Date 10/04/2021

Page 3 of 30



CLIENT ID: Oakview 35 Lab ID: R2110076-001
Analyte Results Flag MDL MRL Units Method
Lead, Total 20.0 1.0 ug/L 200.8

CLIENT ID: Oakview 37 Lab ID: R2110076-002
Analyte Results Flag MDL MRL Units Method
Lead, Total 14.4 1.0 ug/L 200.8

CLIENT ID: Oakview 38 Lab ID: R2110076-003
Analyte Results Flag MDL MRL Units Method
Lead, Total 13.6 1.0 ug/L 200.8

CLIENT ID: Rogers Kitchen Center Isl. Lab ID: R2110076-004
Analyte Results Flag MDL MRL Units Method
Lead, Total 2.7 1.0 ug/L 200.8

CLIENT ID: Rogers 120 Lab ID: R2110076-005
Analyte Results Flag MDL MRL Units Method
Lead, Total 6.2 1.0 ug/L 200.8

CLIENT ID: Rogers 312 Lab ID: R2110076-006
Analyte Results Flag MDL MRL Units Method
Lead, Total 3.9 1.0 ug/L 200.8

CLIENT ID: Iroq 041 Lab ID: R2110076-007
Analyte Results Flag MDL MRL Units Method
Lead, Total 4.3 1.0 ug/L 200.8

CLIENT ID: Iroq 319 Lab ID: R2110076-008
Analyte Results Flag MDL MRL Units Method
Lead, Total 27.8 1.0 ug/L 200.8

CLIENT ID: Dake 133 Lab ID: R2110076-009
Analyte Results Flag MDL MRL Units Method
Lead, Total 61.2 1.0 ug/L 200.8

SAMPLE DETECTION SUMMARY

Page 4 of 30



Sample Receipt Information

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER
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Oakview 35R2110076-001 9/24/2021 0645
Oakview 37R2110076-002 9/24/2021 0642
Oakview 38R2110076-003 9/24/2021 0645
Rogers Kitchen Center Isl.R2110076-004 9/24/2021 0622
Rogers 120R2110076-005 9/24/2021 0630
Rogers 312R2110076-006 9/24/2021 0632
Iroq 041R2110076-007 9/24/2021 0605
Iroq 319R2110076-008 9/24/2021 0600
Dake 133R2110076-009 9/24/2021 0612

Client: West Irondequoit Central School District Service Request:R2110076
Project: West Irondequoit

SAMPLE CROSS-REFERENCE

SAMPLE # CLIENT SAMPLE ID DATE TIME

Printed  10/4/2021 3:54:21 PM Sample SummaryPage 6 of 30



CHAIN OF CUSTODY/LABORATORY ANALYSIS REQUEST FORM
1565 Jefferson Road. Building 300. Suite 360. Rochester.NY 146231+15852885380 +1585288 8475 (fax)

060942
PAGE OF--- ---

V{1()c;\,'IJ. ..\'h A,),1. PYoI«:I Numb&!' ANALYSIS REQUESTED (Include Method Number snd Container Preservative)

~M""",~ ~f.lMY'~ _cc PRESERVATIVE

W,:Adi:. Dr 'I\)[) f.GIlA0 rr " T:'I'JreAL ..c....lJlV '1..-S Preservative Key
(f) O. NONE
a: 1. HCLw

37.1 Irc,r 'A..V£
z 2. HN03

~ J/pl 3. H2SO4
4. NaOH

/LeXA\(;<;TeR_, 10t;\\J '{.O~L )~'n 8 5. Zn. Acetate
~

~ :f I, 1fJ..'!" 6. MeOH
0 7. NaHSO"

"'- '(J)"6 ~ ) 7 ()"3 tA> :y~'5"' ErnCl6 WP~ I~ • a: i: f'" 'f:JU U,f? i/;6 o,+_j:)I>'C,(I\od1.n'ldlY~Q., V\ w & &:fiJ fiI ".~. 8. Other'" --
" !i !i ~itj .oj l~If}~S4mp1or'll SlgnlltUf!! Sllmpler'S Prlnted Name :> REMARKSIz 0. 0. &. ~. ~. ~J~J ALTERNATE DESCRIPTION

FOR OFFICE USE SAMPLING
CLIENT SAMPLE 10 OHlYLAB ID DATE TIME MATRIX

O~ ''EVV'?> ~ q I~I b :¥;C•...• ~
~Ic.~ I{:-TI "!> 7 Q ':1.111 :1.1 lD j~~C'"
1()~"-\IIClAl ?J<l.. an. I;}J IlD •.'1Sq •••••

RocB..5 KI(JI(tJ ~ 8. q All< 61 L.'.dd4",
~aof:~laD ~I~9l\ D .~q,"
lZ.OCG~ ~ I.;l.. q~ 2.1 J) '. ~'"

'D2.OQ D 4-1 Q '011 ~ '.Cl \1)vI
~~( ?,IO 0 J.q LJ It. '.40 t\••••

13~ y I~Q l.j 1\0',id. (I"" ' J

SPECIAL INSmUCnONSICOMMENTS TURNAROUND AEQUIREMENTS REPORT REQUIREMENTS INVOICE INFORMATlON
Metels RUSH (SURCHARGES APPLY) _I. ResuttsOnly--

II. Results .• OC Summaries PO'1'0 __ 1dnr _2 day-..3 dllY -
__ 4day-5 day

(l.CS, DUP, MSl!'ASO as requlracl)
BILL TO:

__ SlMdard (10bu*1esdllyHlo SU'd>flI'geI _111. Results oj. OC and CaIibfatIon
Summo'"

REQUESTED REPORT DATE
_ IV. Data. valldtltlOn Report with Raw DatIl

SooQAPP 0
STATE WHERE SAMPLES WERE COLLECTED EdAt._v" _No

lS""0ID

•

/ RECEIVED BY /f1 RELINQUISHED BY RECEIVED BY RELINQUISHED BY AECEIVEDBY

ot Do.~ ~) (.\,\ \ l'\ ~JIf, -t'7-. SigMt••• Sigru>l'" SigMt••• Signature

~.
- -

.",,~ J. rU£J PrInted Name Prfnted Name PrInted Name ~r::~:1:~gqZ~~'h.OIDrn",~ f""fA Ia-"" ,., \\"":l/1-
~

"m "'"'
,,~

DatelTlme //'/Z DalelTime DalelTlmo DalelTrne

1,,11111111111111111111111111111111111111111111111111
t.~

Distribution; White. Lnb Copy: YellOw. Retum tobtglnalor ~Page 7 of 30



~ R2110076 5
~ Cooler Receipt and Preservation ( "m'\~~~'~lI\\\iIlMliii~ili\li\itin\\\I"\j

Project/Client ~[1"~uJ Folder Number - -: - - --

CoolerreceivedOn;nJ~: Q_ COURIER: ALS UPS FEDEX VELOCITY ~

Were Custody seals on outside of cooler? Y 5a Perchlorate samples have required headspaee? Y _ N

2 Custody papers properly completed (ink, signed)? (!) N 5b Did VOA vials, Alk,or Sulfide have sig. bubbles? - Y N

3 Did all bottles arrive in gO<idcuuditiou (unbroken). N 6 Where did the bottles originate? CLIENT

4 Circle: Wet Ice Dry Ice Gel packs present? N 7 Soil VOA received as: Bulk 5035set A

8. Temperature Readings _ Date: 71 (l/ Tiroe: // "io- -ID: _IRi/7 ~ From: Temp Blank ~

Observed Temp (DC) j/".,Z
Within 0-600. Y (N) Y N Y N Y N Y N Y N Y N
If <O°C,were samples frozen? Y N Y N Y N Y N Y N Y N YN

Same Day RuleIf out of Temperature, uote packing/ice couditiou: ~Ice melted Poorly Packed (described below)
&Clieut Approval to Ruu Samples: Standing Approval Client aware at drop-off - Client notified by: _

All samples held in storage location: S)1tJ by
5035 samples placed in storage locatiol!: by

---

JttNO
NO
NO

Cooler BreakdoWDlPreservationCheek •• : Date: o/MIa 1 Time:
9. Were all bottle labels complete (ie. aoaIysis, preservation, etc.)?
10. Did all bottle labels and tags agree with custody papers?
II. Were correct containers used for the tests indicated?
12. Were 5035 vials acceptable (no extra labels, not leaking)? YES NO rNJ>l.J

13. Air Sarnoles: Cassettes I Tubes Intact YIN with MS YIN Canisters Pressurized Ted1ar@Bal! Inflated ~
pH Lot oftest Reagent Preserved? Lot Received Exp SampleID Vol. LotAdded Final

paper Yes No Adjusted Added pH
>12 NaOH -
::;2 I ::lrl-3li I it HNO, ')( Illl J\f J e,,~11 "Al? ('d t! ~ 1J.1I LJ
::;2 H2S0,
<4 NaHSO,
5-9 Fo,608pest N<FNotify for 3day
Residual ForCN, If +. contact PM to add

Chlorine Phenol, 625, N.,S,o, (6iS, 608,

(-) 608Dest. 522 CN). ascorbic (phenol).

Na2S:z0,
ZnAcetate - - "VOAs and 1664 Not to be tested before analysis.

HCI - .. •• Otherwise;all bottles orall samples with chemical preservatives
are cheeked (~ot"ust reoresentativesl

Bottle lot numbers: 1/)1-/ ]q-05~-----------~-----------------------Explain all Discrepancies! Other Comments:

Labels secondary reviewed by:_J(b_. _
PC Secondary Review: _

P:\lNTRANEnQAQC\Fonns Controlled\Cooler Receipt rl9.doc

HPROO BULK
IITR ROT
SUB HGFB
ALS LL3541

- .significant air bubbles: VOA > 5-6 mm : WC > I in. diameter

03/om021

Page 8 of 30



Miscellaneous Forms

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER
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R I G H T 	 S O L U T I O N S 	 | 	 R I G H T 	 P A R T N E R 	

P:\INTRANET\QAQC\Forms Controlled\QUALIF_routine rev 6.doc                                                                                                         9/30/21 

REPORT QUALIFIERS AND DEFINITIONS 
U Analyte was analyzed for but not detected.  

The sample quantitation limit has been 
corrected for dilution and for percent 
moisture, unless otherwise noted in the case 
narrative. 

J    Estimated value due to either being a 
Tentatively Identified Compound (TIC) or 
that the concentration is between the MRL 
and the MDL. Concentrations are not verified 
within the linear range of the calibration.  For 
DoD: concentration >40% difference between 
two GC columns (pesticides/Arclors).   

B  Analyte was also detected in the associated 
method blank at a concentration that may 
have contributed to the sample result.   

E Inorganics- Concentration is estimated due to 
the serial dilution was outside control limits. 

E  Organics- Concentration has exceeded the 
calibration range for that specific analysis. 

D  Concentration is a result of a dilution, 
typically a secondary analysis of the sample 
due to exceeding the calibration range or that 
a surrogate has been diluted out of the sample 
and cannot be assessed. 

*  Indicates that a quality control parameter has 
exceeded laboratory limits.  Under the 
“Notes” column of the Form I, this qualifier 
denotes analysis was performed out of 
Holding Time. 

H Analysis was performed out of hold time for 
tests that have an “immediate” hold time 
criteria. 

#  Spike was diluted out. 

+  Correlation coefficient for MSA is <0.995. 

N     Inorganics- Matrix spike recovery was outside 
laboratory limits. 

N Organics- Presumptive evidence of a compound 
(reported as a TIC) based on the MS library search. 

S  Concentration has been determined using Method 
of Standard Additions (MSA). 

W Post-Digestion Spike recovery is outside control 
limits and the sample absorbance is <50% of the 
spike absorbance. 

P   Concentration >40% difference between the two 
GC columns.   

C Confirmed by GC/MS 

Q  DoD reports: indicates a pesticide/Aroclor is not 
confirmed (≥100% Difference between two GC 
columns). 

X  See Case Narrative for discussion. 

MRL Method Reporting Limit.  Also known as: 
LOQ Limit of Quantitation (LOQ)  
 The lowest concentration at which the method 

analyte may be reliably quantified under the 
method conditions. 

MDL Method Detection Limit.  A statistical value derived 
from a study designed to provide the lowest 
concentration that will be detected 99% of the time. 
Values between the MDL and MRL are estimated 
(see J qualifier). 

LOD Limit of Detection.  A value at or above the MDL 
which has been verified to be detectable.   

ND Non-Detect.  Analyte was not detected at the 
concentration listed.  Same as U qualifier. 

 
Rochester Lab ID # for State Accreditations¹ 

 
 
 
 
 
 
 
 
 
 
¹ Analyses were performed according to our laboratory’s NELAP-approved quality assurance program and any applicable state or agency 
requirements.  The test results meet requirements of the current NELAP/TNI standards or state or agency requirements, where applicable, except as 
noted in the case narrative.  Since not all analyte/method/matrix combinations are offered for state/NELAC accreditation, this report may contain 
results which are not accredited.  For a specific list of accredited analytes, contact the laboratory or go to 
https://www.alsglobal.com/locations/americas/north-america/usa/new-york/rochester-environmental 
 

NELAP States 

Florida ID # E87674 

New Hampshire ID # 2941 
New York ID # 10145 
Pennsylvania ID# 68-786 
Virginia #460167 

Non-NELAP States 
Connecticut ID #PH0556 
Delaware Approved 
Maine ID #NY01587 
North Carolina #36701 
North Carolina #676 
Rhode Island LAO00333 

Page 10 of 30



ASTM American Society for Testing and Materials
A2LA American Association for Laboratory Accreditation
CARB California Air Resources Board
CAS Number Chemical Abstract Service registry Number
CFC Chlorofluorocarbon
CFU Colony-Forming Unit
DEC Department of Environmental Conservation
DEQ Department of Environmental Quality
DHS Department of Health Services
DOE Department of Ecology
DOH Department of Health
EPA U. S. Environmental Protection Agency
ELAP Environmental Laboratory Accreditation Program
GC Gas Chromatography
GC/MS Gas Chromatography/Mass Spectrometry
LUFT Leaking Underground Fuel Tank
M Modified
MCL Maximum Contaminant Level is the highest permissible concentration of a 

substance allowed in drinking water as established by the USEPA.
MDL Method Detection Limit
MPN Most Probable Number
MRL Method Reporting Limit
NA Not Applicable
NC Not Calculated
NCASI National Council of the Paper Industry for Air and Stream Improvement
ND Not Detected
NIOSH National Institute for Occupational Safety and Health
PQL Practical Quantitation Limit
RCRA Resource Conservation and Recovery Act
SIM Selected Ion Monitoring
TPH Total Petroleum Hydrocarbons
tr Trace level is the concentration of an analyte that is less than the PQL but 

greater than or equal to the MDL.

Acronyms

ALS Laboratory Group

Page 11 of 30



09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Oakview 35Sample Name:
Lab Code: R2110076-001

200.8 KMCLAEN

09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Oakview 37Sample Name:
Lab Code: R2110076-002

200.8 KMCLAEN

09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Oakview 38Sample Name:
Lab Code: R2110076-003

200.8 KMCLAEN

09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Rogers Kitchen Center Isl.Sample Name:
Lab Code: R2110076-004

200.8 KMCLAEN

09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Rogers 120Sample Name:
Lab Code: R2110076-005

200.8 KMCLAEN

Analyst Summary report

ALS Group USA, Corp. 
dba ALS Environmental

Client: Service Request:
West Irondequoit/
West Irondequoit Central School District

Project:
R2110076

Printed  10/4/2021 3:54:23 PM 21-0000605375 rev 00Superset Reference:
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09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Rogers 312Sample Name:
Lab Code: R2110076-006

200.8 KMCLAEN

09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Iroq 041Sample Name:
Lab Code: R2110076-007

200.8 KMCLAEN

09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Iroq 319Sample Name:
Lab Code: R2110076-008

200.8 KMCLAEN

09/27/21Date Received:
Date Collected:

Drinking WaterSample Matrix:

09/24/21

Extracted/Digested ByAnalysis Method Analyzed By

Dake 133Sample Name:
Lab Code: R2110076-009

200.8 KMCLAEN

Analyst Summary report

ALS Group USA, Corp. 
dba ALS Environmental

Client: Service Request:
West Irondequoit/
West Irondequoit Central School District

Project:
R2110076

Printed  10/4/2021 3:54:23 PM 21-0000605375 rev 00Superset Reference:
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R I G H T 	 S O L U T I O N S 	 | 	 R I G H T 	 P A R T N E R 	

P:\INTRANET\QAQC\Forms Controlled\Prep Methods Inorganic rev 2.doc  12/20/19 

 

INORGANIC PREPARATION METHODS 

The preparation methods associated with this report are found in these tables unless discussed in the case narrative. 
 
 
 

Water/Liquid Matrix Solid/Soil/Non-Aqueous Matrix  
 
Analytical Method Preparation Method  Analytical Method Preparation 

Method 
200.7 200.2  6010C 3050B 
200.8 200.2  6020A 3050B 
6010C 3005A/3010A  6010C TCLP (1311) 

extract 
3005A/3010A 

6020A ILM05.3  6010 SPLP (1312) extract  3005A/3010A 
9034 Sulfide Acid Soluble 9030B  7199 3060A 
SM 4500-CN-E Residual 
Cyanide 

SM 4500-CN-G  300.0 Anions/ 350.1/ 
353.2/ SM 2320B/ SM 
5210B/ 9056A Anions 

DI extraction 

SM 4500-CN-E WAD 
Cyanide 

SM 4500-CN-I  For analytical methods not listed, the preparation 
method is the same as the analytical method 
reference. 

 

Page 14 of 30



Sample Results 

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER

Page 15 of 30



Metals 

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER

Page 16 of 30



Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:45

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Oakview 35
Lab Code: R2110076-001

Lead, Total 09/30/21 19:4111.020.0200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:

Page 17 of 30



Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:42

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Oakview 37
Lab Code: R2110076-002

Lead, Total 09/30/21 19:4311.014.4200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:
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Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:45

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Oakview 38
Lab Code: R2110076-003

Lead, Total 09/30/21 19:4511.013.6200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:
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Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:22

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Rogers Kitchen Center Isl.
Lab Code: R2110076-004

Lead, Total 09/30/21 19:4711.02.7200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:
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Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:30

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Rogers 120
Lab Code: R2110076-005

Lead, Total 09/30/21 19:5311.06.2200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:
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Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:32

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Rogers 312
Lab Code: R2110076-006

Lead, Total 09/30/21 19:5411.03.9200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:
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Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:05

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Iroq 041
Lab Code: R2110076-007

Lead, Total 09/30/21 19:5611.04.3200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:
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Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:00

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Iroq 319
Lab Code: R2110076-008

Lead, Total 09/30/21 19:5811.027.8200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:
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Client:

09/27/21 11:42

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: 09/24/21 06:12

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Dake 133
Lab Code: R2110076-009

Lead, Total 09/30/21 20:0011.061.2200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:24 PM 21-0000605375 rev 00Superset Reference:
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QC Summary Forms

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER
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Metals 

ALS Environmental—Rochester Laboratory 
1565 Jefferson Road, Building 300, Suite 360, Rochester, NY 14623
Phone (585) 288-5380 Fax (585) 288-8475
www.alsglobal.com

RIGHT SOLUTIONS |  RIGHT PARTNER
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Client:

NA

R2110076

Date Received:
Date Collected:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project: NA

Inorganic Parameters

Basis: NA

Analysis 
MethodAnalyte Name QDate AnalyzedDil.MRLResult Units

Sample Name: Method Blank
Lab Code: R2110076-MB

Lead, Total 09/30/21 19:3011.0  UND200.8 ug/L

Analytical Report

ALS Group USA, Corp. 
dba ALS Environmental

Printed  10/4/2021 3:54:25 PM 21-0000605375 rev 00Superset Reference:
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QA/QC Report

ug/L
R2110076-009 Basis:Lab Code:

Units:Sample Name: Dake 133

Inorganic Parameters
Duplicate Matrix Spike Summary

NA

Client:
Project:
Sample Matrix:

West Irondequoit Central School District
West Irondequoit
Drinking Water

Service Request:

Date Analyzed:
Date Received:

R2110076

09/30/21
09/27/21

Date Collected: 09/24/21

200.8Analysis Method:

Analyte Name
RPD 
LimitRPDResult

Sample 
Result

Spike 
Amount % Rec

Matrix Spike
R2110076-009MS R2110076-009DMS

Duplicate Matrix Spike

% Rec
Spike 

AmountResult
% Rec 
Limits

ALS Group USA, Corp.
dba ALS Environmental

Lead, Total 61.2 82.4 20.0 106 82.3 20.0 105 70-130 <1 20

Results flagged with an asterisk (*) indicate values outside control criteria.

Results flagged with a pound (#) indicate the control criteria is not applicable.

Percent recoveries and relative percent differences (RPD) are determined by the software using values in the calculation which have not been rounded.

Printed  10/4/2021 3:54:25 PM 21-0000605375 rev 00Superset Reference:

Matrix Spike and Matrix Spike Duplicate Data is presented for information purposes only. The matrix may or may not be relevant to samples reported in this report. The laboratory evaluates 
system performance based on the LCS and LCSD control limits.

Page 29 of 30



Analyte Name

R2110076
Date Analyzed:

Service Request:

Drinking Water
West Irondequoit
West Irondequoit Central School District

Sample Matrix:
Project:
Client:

Lab Control Sample Summary
Inorganic Parameters

NA
ug/L

Basis:
Units:

Lab Control Sample
R2110076-LCS

09/30/21

Spike AmountResult % Rec % Rec LimitsAnalytical Method

dba ALS Environmental
ALS Group USA, Corp.

QA/QC Report

Lead, Total 85-115109 20.021.7 200.8

21-0000605375 rev 00Superset Reference:Printed  10/4/2021 3:54:25 PM
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Analysis Report

Client:

Project/Test Address:

Stohl Environmental

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

2020L-150.1; Irondequoit High School; 260 Cooper Road; Rochester, NY

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

06/04/2021

05/17/2021

21-05-02393

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Paul Nichols

Tech Certification #:

Lab Sample
Number

<1.0021-05-02393-001 3RD FLOOR RM 303104/30/2021 06/03/2021150.1-1

<1.0021-05-02393-002 3RD FLOOR RM 304504/30/2021 06/03/2021150.1-4

2.3921-05-02393-003 CLASSROOM NEAR
LIBRARY

04/30/2021 06/03/2021150.1-22

<1.0021-05-02393-004 TECH ROOM 1001 BACK
SINK

04/30/2021 06/03/2021150.1-30

<1.0021-05-02393-005 DOUBLE SINK NEAR 103504/30/2021 06/03/2021150.1-43

<1.0021-05-02393-006 HANDWASH NEAR KIT
OFFICE RIGHT

04/30/2021 06/03/2021150.1-46

Page 2of1



Report Number:

Environmental Hazards Services, L.L.C

Project/Test Address:

Client Number: 21-05-02393

2020L-150.1; Irondequoit High School; 260 Cooper
Road; Rochester, NY

33-5980

Lab Sample
Number

Narrative
ID

Concentration
ug/L (ppb)

Collection
Date

Collection LocationClient
Sample ID

Analysis
 Date

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Anthony Dee

EPA 200.8

Page 2of2





Analysis Report

Client:

Project/Test Address:

Stohl Environmental

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

2020L-150.2; Dake Junior High School; 350 Cooper Road; Rochester, NY

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

06/04/2021

05/17/2021

21-05-02410

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Paul Nichols

Tech Certification #:

Lab Sample
Number

8.8821-05-02410-001 HOME EC RIGHT WALL LEFT
SINK

04/30/2021 06/03/2021150.2-17

18.221-05-02410-002 HOME EC RIGHT WALL
MIDDLE SINK

04/30/2021 06/03/2021150.2-18

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Anthony Dee

EPA 200.8

Page 1of1
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Analysis Report

Client:

Project/Test Address:

Stohl Environmental

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

2020L-150.3; Iroquois Middle School; 150 Colebrook Drive; Rochester, NY

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

06/04/2021

05/17/2021

21-05-02400

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Paul Nichols

Tech Certification #:

Lab Sample
Number

14.421-05-02400-001 ROOM 325 CLASS SINK04/30/2021 06/03/2021150.3-1

17.521-05-02400-002 ROOM 319 CLASS SINK04/30/2021 06/03/2021150.3-4

74.921-05-02400-003 ART ROOM 41 FRONT
RIGHT SINK

04/30/2021 06/03/2021150.3-22

14.521-05-02400-004 ART ROOM 41 BACK RIGHT
SIDE SINK

04/30/2021 06/03/2021150.3-24

5.7221-05-02400-005 DISHWASH SPRAYER04/30/2021 06/03/2021150.3-34

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Anthony Dee

EPA 200.8

Page 1of1
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Analysis Report

Client:

Project/Test Address:

Stohl Environmental

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

2020L-150.4; Rogers Middle School; 219 Northfield Drive; Rochester, NY

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

06/04/2021

05/17/2021

21-05-02406

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Paul Nichols

Tech Certification #:

Lab Sample
Number

20.721-05-02406-001 ROOM 312 RIGHT SINK04/30/2021 06/03/2021150.4-3

50.021-05-02406-002 ROOM 120 SINK04/30/2021 06/03/2021150.4-12

18.521-05-02406-003 CENTER ISLAND DOUBLE
SINK

04/30/2021 06/03/2021150.4-30

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Anthony Dee

EPA 200.8
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Analysis Report

Client:

Project/Test Address:

Stohl Environmental

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

2020L-150.10; Seneca School; 4143 St Paul Boulevard; Rochester, NY

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

06/04/2021

05/17/2021

21-05-02416

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Paul Nichols

Tech Certification #:

Lab Sample
Number

11.221-05-02416-001 MAIN OFFICE SINK02/10/2021 06/03/2021150.10-14

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Anthony Dee

EPA 200.8
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Analysis Report

Client:

Project/Test Address:

Stohl Environmental

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

2020L-150.12; Lakeview; 500 Greenlead Rd; Rochester, NY 14612

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

06/04/2021

05/17/2021

21-05-02412

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Paul Nichols

Tech Certification #:

Lab Sample
Number

14.021-05-02412-001 BOYS BATHROOM BACK
HALLWAY

04/30/2021 06/03/2021150.12-20

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Anthony Dee

EPA 200.8
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Analysis Report

Client:

Project/Test Address:

Stohl Environmental

7469 Whitepine Rd

Telephone: 800.347.4010

Richmond, VA 23237

Environmental Hazards Services, L.L.C.

2020L-150.13; Oakview Teaching & Learning Center; 2400 Oakview Drive;
Rochester, NY

Client Number:

33-5980

Fax Number:

716-312-8092Laboratory Results

Client
Sample ID

Concentration
ug/L (ppb)

Lead in Drinking Water

06/04/2021

05/17/2021

21-05-02402

Reported Date:

Received Date:

Report Number:

3860 California Road
Orchard Park, NY 14127

Narrative
ID

Collection LocationCollection
Date

Analysis
 Date

Sampled By: Paul Nichols

Tech Certification #:

Lab Sample
Number

26.221-05-02402-001 ROOM 35 CLASS SINK04/30/2021 06/03/2021150.13-4

23.421-05-02402-002 LEFT BATHROOM NEAR
ROOM 35

04/30/2021 06/03/2021150.13-5

42.621-05-02402-003 RIGHT BATHROOM NEAR
ROOM 35

04/30/2021 06/03/2021130.13-6

Missy Kanode

QA/QC Clerk

Method:

Sample Results denoted with a "less than" (<) sign contain less than the reporting limit which is 1 ppb.

The EPA Maximum Contaminant Level for Lead in Drinking Water is 15 ppb.  The results herein conform to NELAC standards, where

applicable, unless otherwise narrated on this report.  Results represent the analysis of samples submitted by the client.  Sample location,

description, field parameter results, etc., were provided by the client.  This report cannot be reproduced, except in full, without written approval

from Environmental Hazards Services, L.L.C.

LEGEND ug/L= micrograms per liter ppb = parts per billion

Reviewed By Authorized Signatory:

Accreditation #: NY 11714

Analyst: Anthony Dee

EPA 200.8
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